Client:

Product Details

Model Number:
Inlet Size (mm):

Description:

Testing Conditions:

Grate
Drawing

Installed
Drawing

FLOW FLOWLAB LTD | PO Box 41-049, Mt Roskill, Auckland 1041, New Zealand
Address: 33 Leslie Ave, Sandringham, Auckland 1025
Phone: +64 9 832 2214 | info@flowlab.co.nz | www.flowlab.co.nz

TESTED

‘\Q

FLOW|
FLOW RATE TEST RESULTS TESTED

Aquaknight Industries Ltd Date of Fowe [06 Dec-2022
33 Leslie Avenue Date of Certificate: [ 14-Dec-2022
Sandringham B

Auckland 1025 Certificate Number: [FL 106
New Zealand Certificate Expiry: [ 14-Dec-2024
(3000.123 | Model Name: | DPJ 100x100v BF

100 | Outlet Size (mm): (100

[Down Pipe Junction 100x100 Vented Big Flange

Discharge to atmosphere

PVC flange mounted flush into test plinth (datum)
Clamp Ring and grate installed
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FLOWLAB FLOW RATE TEST RESULTS

Flow Characteristic Curve

Flow Characteristic Curve for: 3000.123 DPJ 100x100v BF
Condition: Fitting Only

60.0 A
50.0
40.0
€
§, 30.0
(]
<
w
T 200-
10.0
OO 1 L 1 1 1 1 ] 1
0.000 0.500 1.000 1.500 2.000 2.500 3.000 3.500 4.000
FLOW (L/Sec)
Flow Rate (L/sec) Water Head (mmH20)
0.387 6.0
0.740 9.5
1.127 11.0
1.517 13.5
1.907 16.0
2.293 18.0
2.683 20.5
3.033 28.5
3.427 37.5
3.807 50.0
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