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Aquaknight Industries Ltd Date of Fowe [14 Dec-2022
33 Leslie Avenue Date of Certificate: [ 14-Dec-2022
Sandringham B

Auckland 1025 Certificate Number: [FL 119
New Zealand | Certificate Expiry: [ 14-Dec-2024
(3000.127 | Model Name: | DPJ 150x150v BF

(150 | Outlet Size (mm): (150

[Down Pipe Junction 150x150 Vented Big Flange

PVC flange mounted flush into test plinth (datum)
Clamp Ring and grate installed
Discharge to atmosphere
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FLOWLAB FLOW RATE TEST RESULTS

Flow Characteristic Curve

Flow Characteristic Curve for: 3000.127 DPJ 150x150v BF
Condition: Fitting Only
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Flow Rate (L/sec) Water Head (mmH20)
0.310 6.0
0.827 9.0
1.407 13.0
1.917 14.5
2.410 17.0
3.000 19.0
3.507 21.0
4.120 28.0
4.530 36.0
5.107 48.0

FLOW FLOWLAB LTD | PO Box 41-049, Mt Roskill, Auckland 1041, New Zealand
Address: 33 Leslie Ave, Sandringham, Auckland 1025

Phone: +64 9 832 2214 | info@flowlab.co.nz | www.flowlab.co.nz
© Flowlab Ltd 2020



	Image21_af_image: 
	Image22_af_image: 
	Text5: 3000.127
	Text6: DPJ 150x150v BF
	Text7: 150
	Text8: 150
	Text9: Down Pipe Junction 150x150 Vented Big Flange
	Text4: FL_119
	Text2: 14-Dec-2022
	Text21: Aquaknight Industries Ltd
33 Leslie Avenue
Sandringham
Auckland 1025
New Zealand
	Text1: PVC flange mounted flush into test plinth (datum)
Clamp Ring and grate installed
Discharge to atmosphere
	LockSave: 
	GraphAndChart: 
	Text3: 14-Dec-2022
	Text3b: 14-Dec-2024


