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Client: rAquaknight Industries Ltd Date of Test: | 18-Jan-2023 )
33 Leslie Avenue Date of Certificate: | 23-Feb-2023 )
Sandringham
Auckland 1025 Certificate Number: [FL 136 J
\NEW Zealand | Certificate Expiry: [23-Feb-2025 ]
Product Details
Model Number: | 3100.205 | Model Name: [ RD BE100-80 BF )
Inlet Size (mm): [100 J Outlet Size (mm): [100 ]
Description: [Roof Drain BottomExit 100mm Big Flange }

Testing Conditions: | Drajin: ~ PVC flange mounted flush into test plinth (datum)
Clamp Ring and grate installed
Discharge to atmosphere
Overflow: Overflow insert installed (datum)
Overflow hat and Sofiit Trim installed
Discharge to atmosphere
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Flow Characteristic Curve

Flow Characteristic Curve for: 3100.205 RD BE100/80 BF
Condition: Fitting Only
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FLOW (L/Sec)
Roof Drain Overflow/Hat/Soffit Trim
Flow Rate (L/sec) Water Head (mmH20) Flow Rate (L/sec) Water Head (mmH20)
0.313 6.5 0.323 43.5
1.197 15.0 0.820 47.5
2.013 22.0 1.327 52.5
2.903 26.0 1.817 57.0
3.720 30.0 2.320 60.5
4.537 35.0 2.827 66.0
5.420 39.5 3.327 74.0
6.540 51.5 4.020 90.0
7.650 71.5 4.713 112.0
8.827 99.5 5.407 138.0
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