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Client: Aquaknight Industries Ltd Date of Test: | 23-Feb-2023 J
33 Leslie Avenue Date of Certificate: | 23-Feb-2023 )
Sandringham B
Auckland 1025 Certificate Number: [FL 157 J
\NEW Zealand Certificate Expiry: [23-Feb-2025 ]
Product Details
Model Number: | 3100.305 | Model Name: | RD BE150 BF )
Inlet Size (mm): [150 J Outlet Size (mm): [150 }
Description: [Roof Drain Bottom Exit 150mm Big Flange }

Testing Conditions: | Drajin: ~ PVC flange mounted flush into test plinth (datum)
Clamp Ring and grate installed
Discharge to atmosphere
Overflow: Overflow insert installed (datum)
Overflow hat and Sofiit Trim installed
Discharge to atmosphere
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FLOWLAB FLOW RATE TEST RESULTS

LAB

Flow Characteristic Curve

Flow Characteristic Curve for: 3100.305 RD BE150 BF
Condition: Fitting Only
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FLOW (L/Sec)
Roof Drain Overflow/Hat/Soffit Trim
Flow Rate (L/sec) Water Head (mmH20) Flow Rate (L/sec) Water Head (mmH20)
2.200 17.0 2.200 83.0
4.097 25.0 3.260 86.0
5.960 31.5 4.290 92.0
7.793 38.5 5.457 95.5
9.693 43.0 6.560 102.0
11.563 50.0 7.557 103.5
13.430 56.0 8.740 110.0
16.030 65.0 10.190 117.0
18.493 84.5 11.627 118.5
20.797 114.0 13.060 172.5
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